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Description: The church comprises a nave, chancel, south chapel/organ chamber and north vestry.  The church is part 

rendered. Where stonework is exposed it comprises local limestone with oolitic limestone dressings all under tiled 

roofs.  The preaching cross in the churchyard is a scheduled monument.   
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PART ONE 

 

1.  Introduction 

 

 

1.1.  This report has been prepared in accordance with the Inspection of Churches Measure 

1955 and on the instructions of the PCC as represented by Mrs Linda Nurshaw.  

 

 

1.2.  On Wednesday 2 May 2018, I made a thorough general inspection of the church and 

those parts of the churchyard the Parish are responsible for.  No part of the church was 

opened up for inspection, and the report does not therefore include any part of the 

building that was covered up, unexposed or inaccessible; and no guarantee can 

therefore be given of the absence of rot or beetle or any other defect. 

 

 

1.3.  In describing the church, this report assumes it to be traditionally orientated. 

 

 

1.4.  This document is a report and not a specification. It lists defects found but does not 

give detailed instructions how to remedy them.  

 

 

1.5.  The document follows the order and makes recommendations for the prioritising of 

works in accordance with the Church Building’s Council standard. The priority is 

identified adjacent to each item under consideration as follows: 

 

A – Urgent work requiring immediate attention 

B – Works needed within 12 months 

C – Works needed within the next 18-24 months 

D – Works needed within the quinquennium 

E –  Desirable improvement with no timescale 

M –  Items of routine maintenance 

 

 

1.6.  The repairs recommended in this report will (with the exception of some minor 

maintenance items) be subject to Faculty Jurisdiction. Guidance on whether particular 

work is subject to Faculty can be obtained from the DAC office. 

 

 

 

2.  Limits of Survey 

 

 

2.1.  My inspection was visual and made from ground level and from the tower roof. There 

are no roof voids into which access is possible. 

 

 

2.2.  No drains were tested and no inspection covers lifted. 

 

 

2.3.  This report is based upon a visual inspection of the main electrical switchboard and of 

certain sections of wiring selected at random, without the use of instruments. 

 

 

2.4.  On the day of my inspection the conditions were dry and bright. As such, it was not 

possible to ascertain the performance or adequacy of the rainwater goods or the 

below ground drainage to dispose of water. 
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3.  Recent Structural History 

 

 

3.1.  The church log was made available for inspection and I am pleased to see this kept 

fully up to date with records stemming back over the course of the quinquennium. All 

works as well as regular maintenance works must be recorded and not least because 

they act as both a record and as an ‘aide-memoire’ for the same works in future years.    

 

 

3.2.  During the last quinquennium I have been advised and confirm that the following 

works have been undertaken: 

 

 Regular gutter and drainage clearance 

 Path clearance 

 Routine maintenance of electrics 

 Raising of the canopy of the yew tree 

 Removal of trees adjacent to boundary walls 

 Installation of handrail in tower porch.   

 

 

 

 

4.  Recommendations for Further Surveys 

 

 

4.1.  A brief inspection of the rainwater goods should be undertaken at least twice a year 

during a period of prolonged rain. The aim of the inspection is simply to see if water is 

leaking or overflowing from the gutters, gullies or downpipes. 

 

 

 

4.2.  Prepare and maintain an Asbestos Management Plan. 

 

 

4.3.  Drainage investigations to the east of the church.  

 

 

4.4.  Undertake an inspection of the bells by a bell-hanger if not undertaken in the last ten 

years.  

 

 

4.5.  Inspection of the medieval glass by a stained glass conservator. 
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5.  Summary of Structural Condition 

 

 

5.1.  The roofs of the church are generally in fair order but the north slope of the south 

chapel roof is in poor condition as the batten fixings have decayed. This north slope 

now requires relaying. It must be noted that similar problems may occur to the other 

tiled roofs in due course if detailed similarly and constructed at the same time.   

 

 

5.2.  The rainwater goods around the church are in fair condition. The presence of uPVC 

goods is unfortunate. Some minor repairs as well as redecoration are required to the 

cast iron goods.  The perimeter drainage channel is in poor condition. The rainwater 

disposal arrangements at the east end of the church are unknown.   

 

 

5.3.  Structurally the building remains in fair condition.  The presence of a cementitious 

render skim over the walls is unfortunate and this is continuing to deteriorate. The priority 

should be the re-rendering of the west elevation but it is not unreasonable to note that 

the existing render is at the end of its life and further render losses should be 

anticipated. Localised patch repair should be able to slow down the decay.   

 

 

5.4.  The condition of the windows and doors is generally good but the medieval glass 

would almost certainly benefit from a professional clean. Some window guards to the 

stained glass windows could be considered. 

 

 

5.5.  The tower has similarly been rendered and at high level the internal faces of the 

parapets have been covered with a bituminous paint.  The tower roof condition is fair 

but the presence of tufty vegetation growth on the tower walls suggest that this 

cement render is coming towards the end of its life. Internally, bird entry is a concern 

and improvements in the bird protection are urgently required.  There is some slight 

cracking around the bell-frame beam ends.  

 

 

5.6.  With little significant investment in recent years, there are a number of capital projects 

that will be required in the medium to long term. In the short term, some holding repairs 

will assist with buying some time whilst opportunities for funding are explored. 

 

 

5.7.  Internally, the church is clearly much loved and well cared for.  The condition of the 

pew platforms at the west end of the north and south sides of the church area are of 

some concern.  Some plaster and joinery repairs are also encouraged.  
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6.  Description and Historical Summary 

 

 

6.1.  Loxton is a small village located on the western edge of the Mendip Hills beneath 

Crook Peak close to the M5 which passes through the eastern side of the village.  

Loxton is approximately 4 miles southeast of Weston Super Mare.  The church is Grade 

II* listed and the church is located in a Conservation Area and the Mendip Hills AONB. 

 

 

6.2.  The origins of the church date back to the 11th century with much of the current fabric 

dating to the 13th and 15th centuries. An early 20th century extension has been added 

probably by Caroe (on account of the choice of door latch).  The church comprises 

nave, chancel, south chapel/organ chamber, southern tower and vestry.  Built of local 

rubble stone and rendered, the south chapel is covered with stone slates laid in 

diminishing courses meanwhile the other roofs are covered with plain tiles. Internally, a 

perpendicular screen encloses a very fine panelled chancel with carvings. Externally, 

the churchyard cross is a Scheduled Monument and there is a yew tree that is 

recorded as ‘notable’ by the Ancient Yew Group.  

 

 

6.3.  The listed building description is as follows:  
 

Parish church (Anglican). C11 origins, C13 - C15, early C2O restoration and extension. 

All rendered rubble and plain clay tile roof apart from organ chamber and vestry of 

snecked rubble and slate roof. Nave and chancel, north chapel, south porch tower, 

south vestry and organ chamber. Nave and chancel; 3 light Perpendicular west 

window under slight drip mould; to north a restored 2 light Decorated window and a 

square head 2 light window under a dripmould; Between adjacent to a C2O buttress is 

blocked north door with segmental head; at north east is rood stair in lean-to turret; at 

south a single lancet; chancel, under same roof has a 3 light east window, restored in 

1913; north chapel; gabled with cusped trefoiled east window; to north a 2 light 

Perpendicular window; to south a small cusped window; small C20 lean-to boiler shed; 

single stage embattled south tower, low buttresses only at outer corners, at east and 

west there is a weathered set back about halfway up; plain slit windows to bell 

chamber; south organ chamber and vestry, dated 1926, to south a weathered buttress 

separates a priest's door with shouldered jambs and 2 light window above from a small 

cusped 3 light window; east has a 2 light window and a quatrefoil above; consecration 

cross and date on quoins. Interior; nave and chancel; cusped rear arch to south 

lancet; wagon roof on angel corbels of 1900; much restored and moved Perpendicular 

rood screen; chancel panelled and new reredos with excellent detail in 1913 at same 

time as nave stripped of plaster and new stone floor inserted; strange flat arches pierce 

nave and chancel wall for vestry and organ chamber; south tower porch; south 

doorway has damaged remnant, inner arch of C11/C12 arch; segmental headed arch 

has simple mould with pellet decoration above; empty niche above that; simple 

square squint through great depth of nave wall for view of chancel. Fittings; octagonal 

C14 font with Jacobean hood; Perpendicular pulpit of the local school, half octagon, 2 

traceried lights per side divided by buttresses with free standing finials, foliate frieze and 

cornice above, all carried on trumpet foot on human corbel. (Source: N. Pevsner : 

Buildings of England : North Somerset and Bristol 1958). 

 

 

6.4.  Post code: BS26 2XQ 

 

 

6.5.  Bibliography: 

Heritage Gateway – www.heritagegateway.org.uk 

 

 

 

  

http://www.heritagegateway.org.uk/
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Above :  The north slope of the South Chapel roof is in very poor condition with tile courses slipping 

down the roof. A single broken tile on the nave roof also requires replacement.   
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PART TWO 

Condition of Structure 

 

 EXTERIOR 
 

 

7.  Roof Coverings Priority 

 

 Nave/Chancel  

7.1.  The nave roof was viewed from ground level and from the tower roof but close 

inspection was not possible.  From the tower roof, the south slope was generally 

observed in good condition. A couple of broken tiles were noted and these require 

replacement.  The north slope of the nave roof was viewed from ground level and this 

includes a cat slide extension over the former rood stair enclosure.  The plain tiling 

condition is good but one partially slipped tile could be seen at high level towards the 

east end. 

 

 

 

 

B 

 

 

 

 

7.2.  There are lead soakers and flashings at the east and west abutments and from various 

vantage points these appear to be of reasonable length and in fair condition.  The 

terracotta ridge is in fair order although there is a small amount of pointing loss locally 

and this should be attended to.  Above the rood stair at the vestry abutment, a mortar 

fillet has been applied over lead soakers and here 1no. cracked tile was observed.   

 

 

 

B 

 South Chapel/ Organ Chamber  

7.3.  The north slope of the south chapel roof is covered with plain tiles and this falls to a 

lead stepped valley gutter.  The overall impression of the tiles is good however the 

batten fixings have failed which has caused all of the tiles to slip and no guarantee 

can be given as to the weather protection that this currently provides.  This inner slope 

of the roof now urgently requires recovering. Positively, the tiles can all be reused. 

 

 

 

B 

7.4.  The south slope is covered with stone slates laid in diminishing courses and here the 

overall condition is good. One slate was observed missing close to the ridge and there 

was one further partially damaged slate which is probably not letting in water but 

which should ideally be considered for replacement.  Sourcing a close match to the 

stone will be challenging as the stone is not local.    

 

 

 

B 

7.5.  In the southeast corner, the exposed timbers are showing some signs of decay and a 

closer inspection is required here.  

 

B 

7.6.  At the tower abutment, the lead flashing is detached in one location and here a small 

elder tree is becoming established.  The tree needs to be sprayed off, the roots cut out 

and the damage made good.  

 

 

B 

 Valley gutters  

7.7.  There is a lead valley between the south chapel and nave roof. The bay lengths are 

reasonable size and from the tower roof I saw no obvious problems.  The valley requires 

a periodic clean out and during this work a close inspection of the lead should be 

undertaken.  

 

 

M 

7.8.  The short lead valley between the nave and vestry roofs could not be inspected. The 

gutter discharges through a narrow outlet at the east end.  An inspection by a roofer in 

conjunction with other works is recommended.   

 

 

M 

 Vestry  

7.9.  The south slope of the vestry roof was viewed from the tower and where visible the tiles 

and leadwork at both abutments were observed in good condition.   
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Top left :  A broken slate on the south slope of the South Chapel roof.  
 

Lower left : Vegetation must be removed from the tower abutment flashing.  
 

Top right : The condition of the timber and the render is poor on the southeast corner. Water ingress is 

occurring and repairs are required.  
 

Lower right : The downpipe should discharge directly into the channel and not overflow the water butt.   
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7.10. The north slope of the vestry roof was observed from ground level and here this was 

also found in good order.  There are lead soakers and flashings to the two gable 

abutments but here the leadwork is perhaps a little thin and installed in lengths that are 

too long. There is a crack in at least one position on both sides.  This leadwork requires 

patch repair or replacement.   

 

 

 

 

C 

8.  Rainwater goods and disposal system Priority 

 

 Generally  

8.1.  The rainwater goods around the church are a combination of cast iron and uPVC.  The 

presence of uPVC rainwater goods on a grade II* building is a little disappointing and 

in the long term the Parish should ideally aim to replace the uPVC goods with cast iron 

goods.  Rusting cast iron goods will probably require redecoration with the 

quinquennium. 

  

 

E 

 

D 

8.2.  I encourage the Parish to undertake a visual inspection of the rainwater goods at least 

twice a year, and ideally during periods of prolonged rain to establish if there is any 

overflowing or leaks in the rainwater goods and whether any of the gulleys are backing 

up. It is not known where any of these gulleys discharge but soakaways may exist. If 

gullies are observed to not be free-draining then rodding and further investigations will 

be necessary. 

 

 

 

M 

 South Chapel/Organ Chamber  

8.3.  To the south side of the chapel, there is a uPVC half round gutter discharging via a 

uPVC downpipe into a water butt.  The gutter condition is good although there is some 

algal growth to the underside and there may be a leak from the central joint.  The 

downpipe discharges into a water butt which has no lid and it overflows over the side 

into the perimeter drainage channel. The water butt should be properly connected 

into the downpipe with an overflow installed.  

 

 

 

D 

 

B 

 Tower  

8.4.  The rainwater disposal from the tower comprises a uPVC hopper and downpipe on the 

south side of the church. The downpipe discharges into the perimeter drainage 

channel.  The downpipe appears functional but during any major works to the tower, 

consideration could be given to discharging the relatively small quantities of water in a 

more concealed manner on the north side thereby freeing the tower face of this 

unsightly downpipe.     

 

 

 

E 

 Nave  

8.5.  On the south side of the nave the gutter is half round cast iron and here its condition is 

good albeit a little rusty and with a stop end missing at the west end which requires 

replacement.  This gutter discharges via a uPVC downpipe to a gulley at its base.  A 

section of mortar flaunching has worked loose around this gulley and this should re-

newed.    

 

 

B 

 

D 

8.6.  On the north side of the nave the rainwater goods are all half round cast iron 

discharging via a circular downpipe.  The gutters are a little rusty and one section 

appears to be cracked.  The lower collar of the downpipe is also fractured and 

requires replacement.  Ideally the gutters should be dismantled in their entirety, 

painted up and re-assembled with a new section installed.   

 

 

 

B 

D 

8.7.  The roof over the roof stair discharges similarly into a half round cast iron gutter and 

associated downpipe, the decorative condition is fair although the gutter is slightly 

twisted and this should be adjusted. 

  

 

D 
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Top left :  There appears to be no drainage arrangement at the east end of the drainage channel. 
 

Lower left : The mortar flaunching around the gulley needs repair.  
 

Top right : The condition of the ditch on the north side of the church is poor.  
 

Lower right : The north ditch drainage arrangements at the east end are unknown. A build-up of water 

in this area may have contributed to the collapse of the boundary wall.  
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 Vestry   

8.8.  The vestry gutters also comprise half round cast iron gutters with a circular cast iron 

downpipe.  The gutter and associated fascia have peeling but paint otherwise the 

condition is good.  There is a stop end missing at the east end and this requires 

reinstatement.   

 

 

D 

B 

 East elevation  

8.9.  The two valley gutters discharge via 2no. cast iron downpipes on either side of the 

chancel. The downpipes do not discharge into gullies and this part explains the 

dampness on the floor of the boiler shed. Both downpipes will be causing saturated 

ground conditions around the base of the church although the ground does fall away 

and surface water will be tracking away from the church and towards the boundary 

wall.   

 

 

 Drainage channels  

8.10. On the south side of the south chapel there is a concrete drainage channel that runs 

eastwards along the foot of the building and then discharges over the grass 

approximately one metre away from the corner of the building.  The concrete channel 

is in good condition but the water disposal arrangements are far from ideal as it will be 

causing damp ground conditions close to the church. It is possible that some form of 

drainage arrangement does exist but has become lost. Investigation is required with 

possible works thereafter.  

 

 

 

 

 

B 

 

D? 

8.11. To the north of the church, a ditch has been dug around the church to lower the 

surrounding ground level. The ditch has this been formed with battered stone slabs over 

a stone base. The sides and base of this channel are chocked with vegetation and it is 

not unreasonable to suggest that most of the water simply percolates into the ground 

around the church.  The need to repair the channel should be focused towards the 

east end of the ditch where the ditch has a water transportation role. Extensive 

repointing and some rebedding/re-setting will be required.  

 

 

 

 

 

D 

8.12. To the farthest east end of the channel the drainage arrangements are unknown. 

Saturated conditions in this area may have contributed to the deterioration and 

ultimate collapse of the churchyard wall.  Some investigations are required because 

the current arrangement is likely to be causing saturated ground conditions around the 

northeast corner of the vestry.   

 

 

 

 

B 

D? 

9.  External walls including parapets, upstand walls, finials and crosses Priority 

 

 Generally  

9.1.  The church is predominantly rendered with what is assumed to be a cementitious 

render. Ultimately, the cement render requires removal. The south chapel extension 

comprises squared and tooled limestone with oolitic limestone dressings.   

  

 

E 

 Chancel  

9.2.  The rendered east wall of the chancel is generally in good condition. A couple of the 

copings have open perpend joints and these should be repointed.  Where these open 

perpend joints have allowed water into the head of the wall this has led to some 

render deterioration and a short section of render is missing under the north coping.   

 

 

 

D 

9.3.  Lower down the wall there is a faint crack that runs from the cill of the east window 

down to ground level. This crack has never been repaired and probably relates to the 

movement of the building along this line of general weakness.  Should the crack 

increase in size then further advice should be sought. It is essential that appropriate 

below ground rainwater collection and dispersal is put in place to minimise the impact 
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Top left :  Failing cement render is occurring in various places.  
 

Lower left : Stonework damage to window nII is longstanding.  
 

Top right : Failing render to the west elevation of the church. 
 

Lower right : The vestry north window includes medieval fragments behind the polycarbonate protec-

tion. The glass would benefit from inspection by a glass conservator followed by cleaning.  
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of settlement and seasonal movement.      

 

 South Chapel/Organ Chamber  

9.4.  The condition of the masonry to the south and east walls of the south chapel is 

generally good.  A couple of washed out joints would benefit from repointing at low 

level on the east wall but some more extensive repointing and repair is required at the 

head of the wall around the timberwork as this is an area where water ingress appears 

to be long-standing and continuing.    

 

 

D 

 

B 

 Nave  

9.5.  The short section of the south wall is generally in good condition but there is a small 

area of render detachment adjacent to the lancet window.  A patch repairs is 

encouraged.  

 

C 

9.6.  The west wall of the nave has some slightly larger areas of render damage and I 

counted at least half a dozen small areas of patch render loss.  Some of these render 

detachments are likely to be associated with open perpend joints in the copings and 

these open joints should be repointed to slow down water ingress.  Where the hard 

render has failed a soft red lime mortar/render is revealed. Sections of the render sound 

hollow but the render generally remains well attached.  If the damaged areas are not 

attended to, water will continue to get in behind the render and accelerate the decay 

and potentially cause some damp internally. The removal of the cement render is now 

encouraged although some short term patch repair may be able to delay the 

inevitable whilst funding is sought.   

 

 

 

C 

 

 

 

 

C 

D/E 

9.7.  The north side of the nave is similarly rendered and here there is a modern buttress in 

the centre of the north wall.  The wall has an outward lean and an outward bow and 

the buttress has done much to restrain this. The buttress condition remains good but 

there is some cracking around the buttress tabling which should be repointed.  I also 

noted some slight cracking of the render above the buttress and this needs to be kept 

an eye on at future inspections. Any noticeable deterioration will require structural 

engineering input. In the meantime, it is important that the perimeter ditch is put into 

good order.  

 

 

 

D 

9.8.  The cement render extends round to the rood stair and on the corner at low level there 

is a section where the render has come off revealing a pink mortar/render beneath.   

 

C 

 Vestry  

9.9.  All three elevations of the vestry/former Lady Chapel have been rendered and whilst 

initial impressions are that the render condition is good there is a detaching section on 

the northwest corner and a detaching section to the east side of window nII.  Further 

render detachment can reasonably be expected over the coming years and re-

rendering is required in the long term. 

 

 

E 

9.10. The condition of the east wall of the vestry is good and pleasingly I saw no obvious 

signs of the cracking observed internally.  The gable copings to the vestry are in good 

order at the west end but in slightly poorer condition at the east end where there is 

some slight damage. I do not believe this is compromising weather protection.   

 

 

 

10.  Windows Priority 

 

 Generally  

10.1. Ventilation is very important to the church and through the summer months in 

particular the windows should be opened. The windows are numbered in accordance 

with the CVMA numbering system.  
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10.2. With the exception of the east window none of the windows are fitted with guard 

protection and whilst vandalism is not a particular threat to the windows, flicked stones 

from strimmers are a fair greater risk and extreme care needs to be taken when 

undertaking this work.  Stained glass windows should be considered for guards. 

 

 

 

E 

10.3. The condition of the windows including the stonework and ferramenta is as follows:  

  

 

 Window I – Chancel east window  

10.4. Three-light stained glass window. The leading and glass condition is good.  The window 

is fitted with external galvanised guards which are showing the first signs of rusting.  

Generally the external stonework condition is good but there is a small area of 

damage to the lower southern mullion and here a decayed iron cramp is suspected 

and this now requires removal.  The internal tie bars are in good condition and would 

benefit from a light clean to remove cobwebs.    

 

 

 

D 

 

M 

 Window sII – Lady Chapel East Window - Lower   

10.5. Twin-light stained glass window with 2no opening hoppers at low level.  Both lower 

hoppers were found operational albeit a little stiff. The tie bars were found in good 

decorative order. Externally the ferramenta is showing some slight signs of rusting but 

otherwise the stonework and perimeter pointing condition is good.    

 

 

 Window sIII – Lady Chapel East Window - Upper  

10.6. Above window sII there is a circular window and here the leading, glass and stonework 

condition is good.  Close inspection was not possible. 

 

 

 Window sIV – Lady Chapel South Window (East)  

10.7. Three-light rectangular quarry plain glazed window with opening hopper.  The window 

was found a little stiff but operational. The condition of the external ferramenta is good 

with the stonework similarly so.     

 

 

 Window sV – Lady Chapel South Window (West)  

10.8. Twin-light window.  The leading and glass condition is good. It is assumed that the two 

hoppers are operational.  The condition of the tie bars, external ferramenta and 

stonework is good.   

 

 

 Window sVI – Nave South Window  

10.9. Single lancet window with diamond quarry plain glazing.  The leading and glass 

condition is good.  Much of the stonework has been concealed by the cement render.   

 

 

 Window wI – west window  

10.10. Three-light stained glass window. The leading and glass condition is good. No guards 

are fitted.  The stonework condition is good. 

 

 

 Window nII – Vestry East Window  

10.11. Twin-light window of St George and St Michael.  The leading and glass condition is 

good but tie bars are a little rusty and in need of decoration. I noted damage to the 

mullions caused by ironwork which has long since been removed.  At higher level there 

is some disturbance to the traceries but I have no reason to believe that this is recent. 

The window would benefit from a light clean to remove cobwebs.  Externally the 

stonework condition is good.      

 

 

D 

 Window nIII – Vestry North Window  

10.12. Twin-light diamond quarried window with coloured border and medieval fragments.  

The plain quarries were all observed in good condition with the leading to the 

medieval glass similarly in good condition.  The glass is heavily covered with algae 

which gives the glass a black appearance.  Medieval fragments were also observed in 

 

 

 

D 
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the upper traceries.  It is recommended that a stained glass conservator visits and 

comments on the condition of the glass - it is anticipated that a professional clean will 

be required.  The medieval fragments are protected from impact damage by perspex 

sheeting and here I was pleased to see good ventilation.  Open joints through the 

head of the window and to the reveals would benefit from repointing.  

 

 

 

 

D 

 Window nIV – Vestry West Window  

10.13. A single light diamond quarry window with central vertical stanchion. The leading and 

glass condition is good with the external stonework and pointing similarly so. A couple 

of short washed out joints to the hood mould would benefit from repointing.  

 

 

D 

 Window nV & VI – Nave, North Windows  

10.14. 2no twin-light stained glass windows with twin opening hoppers at low level in window 

nVI. The leading and glass condition is good in both windows.  The windows are not 

fitted with external guards and care should be taken with the use of strimmers in the 

vicinity as this is probably the greatest risk to both these windows.  Former guard fixings 

are prominent in the stonework of window VI and these timber plugs could be 

considered for removal and subsequent mortar repair.  In a couple of instances there is 

minor damage to the stone and this should be repaired.  A couple of short lengths of 

the perimeter pointing have also detached but otherwise the stone condition is good.  

The internal tie bars to both windows are a little rusty, and in one instance it has caused 

some minor damage to the stonework. Redecoration is required. The opening hoppers 

in window nVI are very stiff and would benefit from an overhaul and locally the 

perimeter pointing is failing.  

 

 

 

 

E 

D 

 

 

D 

 

 

D 

11.  Doors Priority 

 

 Priest’s door  

11.1. The priest’s door is oak, well weathered and fully operational.  There is a slight split to 

the base of the door associated with previous scarf repairs and some further repairs 

may be required during the course of the quinquennium.  The iron strap hinges and 

nails would benefit from redecoration with the latch similarly so, although I would 

advocate against the use of gloss black.  The upper west section of oak framing is 

loose and this would benefit from re-fixing.  Importantly the door provides an 

alternative means of escape from the building.   

 

 

 

 

D 

 

B 

 South door  

11.2. The tower door comprises two leaves which unusually comprise a bi-fold arrangement.  

The slave leaf is not regularly opened on account of its stiffness and some oiling here is 

encouraged together with decoration of metalwork.  Outside the door there is a 

painted steel gate on which a noticeboard is fitted.  The gate no doubt assists with 

providing ventilation during the summer months whilst preventing bird entry.  

Redecoration of this gate is likely to be required during the quinquennium. The 

condition of the noticeboard is poor and it requires repair.  

 

 

M 

 

D 

 

B 

11.3. From the base of the tower into the church there is a further pair of oak doors which 

were both found in good operational order, although the upper bolt nearly fell out and 

some minor modification is required to the lower bolt, where this no longer engages.  

The iron pintles that have been drilled through the Norman stonework associated with 

the main entrance doors are rusting and this has caused some damage although I am 

not of the opinion that this is new. Nonetheless, these do require very careful removal 

and replacement with stainless steel. 

 

 

 

 

D 

 

D 

11.4. The Parish needs to be aware that all exit doors may form part of the fire strategy for 

the building and that the opening/unlocking of these doors should be part of a 
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Top left :  The rendered and painted tower parapet.  
 

Lower left : Cracking associated with decay of steel beam ends embedded in the wall.  
 

Top right : Vegetation growth needs removal from the tower parapet.  
 

Lower right : Bird entry into the tower is occurring.  
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planned strategy which is recorded in the Fire Risk Assessment.  

 

 

12.  Tower Priority 

 

 Tower Access   

12.1. The tower is accessed via a ladder stored in the southeast corner of the porch.  The 

ladder is secured and protected by a timber board fixed to the front of the ladder to 

prevent unauthorised access.  The condition of the timber rungs is fair but timber rungs 

are not ideal as there is no guarantee as to their condition. Replacement of the ladder 

with a lighter aluminium ladder is encouraged.  

    

 

 

D 

12.2. At the top of the ladder there is a hinged access hatch that provides entry into the bell 

chamber.  One of the hinges is broken and this requires replacement.   Once inside the 

bell chamber, a secondary timber ladder assists with entry to the upper part of the bell 

chamber and from the top of the bell frame, a further hatch can be opened that 

provides access to the tower roof. The lead hatch is a little heavy to manoeuvre but 

nonetheless functional.   

 

 

B 

 Tower Roof  

12.3. The tower roof is leaded and comprises five relatively narrow bays falling to a narrow 

parapet gutter on the southern side.  The lead is of considerable age as evidenced by 

graffiti. I noted a former flagpole position in the centre of the roof. The lead bays have 

slipped slightly and in extreme conditions there may be some water ingress. The lead is 

coming to the end of its life and when the tower walls and parapets are repaired, the 

re-covering of this relatively small lead roof should be recovered and remodelled at 

the time.  

 

 

 

 

E 

12.4. The parapet gutter is no more than 150mm wide and has been painted with bitumen 

and has an outlet on the southern side.  Ideally, the parapet gutter should be wider to 

minimise the risk of a blockage.  A bituminous paint has also been painted over the 

perimeter flashings with the render awkwardly finished over the lead.   

 

 

 

E 

 Tower Masonry  

12.5. The relatively short single stage tower has buttresses on the east and west sides.  As with 

the rest of the church, the tower has been covered with a cementitious render and 

whilst it appears well adhered, the presence of tufty vegetation growth in a number of 

areas on at least three sides of the tower confirms that the render is cracking.  Each 

small crack allows water in behind the render and this will accelerate its decay. 

Ultimately the tower will require re-rendering in the medium term but in the short term 

roped access work can remove the plants and make good the wall to reduce the risk 

of water entry.  

  

 

 

D/E 

 

 

B 

12.6. The tower parapet is castellated. The merlons and embrasures are capped with a 

single stone and below, the inner face of the wall has been over-rendered with what is 

assumed to be a cement render followed by the application of a bituminous paint. The 

two treatments are inappropriate for a building of this significance and both are now 

failing. The condition of the masonry behind the render is unknown but experience 

suggests that its condition is unlikely to be good and the parapets will almost certainly 

require rebuilding once the render has been removed. The stone capping to a couple 

of the embrasures is in poor condition. The stone’s stability should be checked.  

 

 

 

D/E 

 

 

 

B 

12.7. In the northeast corner of the parapet, an elder plant has become established and this 

has lifted the stone capping. The plant requires spraying off and full removal followed 

by the making good of the wall. A further elder can be seen in one adjacent location.   

Whilst there is no vegetation growth to the inner face of the tower parapet walls there 

 

B 
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are small vegetation growths in other areas. 

 

12.8. The north face of the tower is in slightly better condition than the south face although 

there is one area of missing render and a couple of small vegetation growths at high 

level. To the west face, two areas of significant woody vegetation growth were 

observed to the parapet with 1no small tufty area of vegetation growth close to the 

southeast corner.   

  

 

 

B 

 Bell Chamber  

12.9. The bell chamber ceiling comprises three beams that span east-west supported on 

primary timbers built up against the east and west walls.  Above, the boards are wide 

pine boards and generally the condition of the boards is fair given their age although 

there is water staining to various areas.  It is not known to what extent this is historic.  

 

 

12.10. Set into the four walls there is a single timber louvred opening.  The condition of these 

louvres is poor with no bird mesh provided behind.  Bird entry for small birds is possible in 

the east and north windows. There is a gap beneath the west window where birds are 

entering and there is a large collection of nesting material in one corner which needs 

urgent removal. The installation of new bird protection is of course also required.    

 

 

 

 

B 

12.11. The walls of the chamber are all rubble stone with cement pointing in places.  It is 

difficult to inspect of all the masonry but the condition generally appears fair.  There 

are timber lintels above the heads of each of the four openings and these have been 

temporarily propped.  There is decay to sections of these lintels but I am not convinced 

that these props are necessary although this can only be confirmed with further 

investigation. The temporary propping remains functional. 

 

 

12.12. The bell frame comprises six bells hung in a two tier wrought iron frame and I 

understand the bells are rung periodically but not weekly.  The bells are also fitted with 

a chiming mechanism. The frame is iron and quite rusty and would benefit from a 

thorough clean down and redecoration but access is quite challenging.  The wheels 

are old and fairly worn with the ropes similarly so.  The bells are all hung from steel 

headstocks and whilst there is some rust to these headstocks the overall condition 

appears good.  Generally the frame condition is fair but some redecoration is required 

in the medium to long term.   

 

 

 

E 

 

 

E 

12.13. On the south side of the bell chamber where the frame is built into the wall there is 

some localised disturbance of the masonry on account of the steelwork rusting and 

expanding and these areas will require opening up, rust treatment and then repacking.  

Works will need to be phased with the bells out of use whilst the mortar sets.   

 

 

 

E 

12.14. I understand that the bells are periodically inspected but if not undertaken within the 

last 10 years I recommend a thorough inspection by a bell hanger. Such inspections 

are particularly important when the bells are not regularly rung by the same band of 

ringers.    

 

 

D? 

12.15. To the lower part of the bell chamber there is a single arrow slot louvred opening in the 

southern wall and here the lower louvre is missing thereby allowing bird entry. There is a 

nest with four eggs immediately inside the opening.  Once the birds have fledged the 

louvres should be repaired and a bird mesh installed.   

 

 

 

B 

12.16. The floor of the bell chamber is covered by debris and a thorough clean out is 

required.  

 

 

M 

12.17. The bell chamber is lit by a single bulkhead light which was found fully operational.  
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 South Porch/Ringing Chamber  

12.18. The base of the tower is used as a ringing chamber as well as the main entrance porch 

into the church.   

 

 

12.19. The ceiling of the chamber comprises primary beams that run east-west with broad 

softwood boarding between.  There is a decorative cornice immediately below and as 

such the condition of the beam bearings where built into the masonry is unknown.  

 

 

12.20. The walls are exposed rubble stone and there are remnants of limewash on its surfaces.  

There is a sense that the masonry surfaces are damp but this is probably condensation.  

The stonework surrounding the door into the nave is particularly fine and was generally 

observed in fair condition although some judicial specialist repointing would put this 

stonework back into excellent condition. The decaying iron pintels already discussed 

should also be carefully cut out. 

 

 

 

D 

12.21. There is a squint through the massive masonry tower wall and here the ironwork is in fair 

condition. Unfortunately, there is a fracture through the head of the opening and whilst 

the crack is not considered a serious concern, it should nonetheless be repaired.  

 

 

D 

12.22. The floor is covered with lias slabs and was generally found in good order with the step 

similarly so.  A handrail is provided beside the steps. There is a bench along the west 

wall with a timber capping and this is in good condition.  The cupboard on the wall is 

the redundant Ellacombe chime rack. A bulkhead light is fixed to the centre of the 

ceiling and this lights the space. 
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Top left :  Tufty vegetation growth is indicative of cracking to the cement render.  
 

Lower left : The cross is a Scheduled Monument. Cement pointing is far from ideal.  
 

Top right : The condition and stability  of the tower embrasure cappings cannot be easily ascertained.  
 

Lower right : This section of churchyard wall is in poor condition.  
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13.  Churchyard Priority 

 

 Generally  

13.1. The church is surrounded by a fair sized graveyard on ground that slopes away to the 

east. The churchyard cross is a Scheduled Monument and the yew tree is recorded as 

‘notable’ by the Ancient Yew Group.  

 

 

 Monuments, tombs and vaults  

13.2. The churchyard contains a relatively small number of monuments and headstones. The 

condition of these was generally observed to be good although a couple of the older 

ones are slightly ‘drunken’ and ivy growth should be discouraged from the surface of 

monuments.  I was not aware of any monuments at imminent risk of toppling. Indeed, 

the modern grave markers are often less stable than the older and larger headstones. 

The responsibility for caring for each memorial lies with the heirs of the deceased but 

the Parish do also need to regularly inspect monuments and tombs for their safety as 

the PCC are responsible for the Health and Safety of all visitors to their churchyard.  

 

 

 

M 

13.3. Immediately to the south of the church there is a particularly fine medieval preaching 

cross.  This preaching cross is both grade II listed (list entry no. 1129803) and a 

Scheduled Monument.  The cross is 15th century and includes a three-stepped 

octagonal base with square plinth above.  The shafts are capped with a crocketed 

lantern with statues.  The condition of the upper part of the cross is good but to the 

base, cement pointing and vegetation are present.  Currently the vegetation is 

relatively soft and un-invasive and as a minimum this should be maintained. Ideally 

cementitious pointing should be removed by specialist conservators and the areas 

repointed with a soft lime mortar with due consideration given to water run-off.   

 

 

 

 

D/E 

 Boundary walls, railings, banks, hedges and fencing including gates and lichgates  

13.4. The lychgate comprises a masonry base with an oak structure and a plain tiled roof.  It 

was not possible to get a good view of all aspects of the lychgate and whilst the timber 

structure does look weathered I have no reason to believe its condition is poor.  The 

gate is in similar condition but it does slightly catch on the tarmac. Decay to the 

underside of the wall-plate needs to be kept an eye on during future inspections.  The 

rafters have been stained but the underside of the oak boarding has not. 

Consideration could be given to staining this surface to improve its appearance.  The 

lychgate is lit by a single bulkhead light.   

 

 

 

 

 

 

 

13.5. A high retaining wall defines the eastern edge of the main entrance path with a laurel 

hedge immediately above.  This wall was not inspected from the neighbour’s property 

but from various points in the churchyard it could be seen that there is some 

vegetation growth as well as some pointing loss. The PCC needs to work with its various 

neighbours to maintain all boundary walls in good condition.   

 

 

 

M 

13.6. At the southern end of the western boundary the precise extent of the PCC’s 

responsibility is not clear. For instance is the short retaining wall immediately outside the 

lychgate part of the PCC’s maintenance responsibility? The PCC need to establish from 

the Registry the extent of ownership and their responsibilities. At this west end, sections 

of the low retaining wall are collapsing and require localised rebuilding. Adjacent, a 

former timber gatepost is a little decayed and a bulkhead lamp and timber post is very 

decayed and unstable.  This post requires removal to prevent it toppling.   

 

 

 

B 

 

B? 

 

A 

13.7. Moving northwards, the western boundary is defined by a post and rail timber fence 

with a privet hedge in front.  This boundary is generally well maintained.  Beyond the 

privet line there is also a chain linked fence.    
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Top:  The collapsed east section of the churchyard wall.  
 

Lower left : The external WC with low door.  
 

Lower right : The condition of the flagpole fixings are poor.  
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13.8. The northern boundary similarly comprises a chain linked fence at its western end but 

here the condition is poor with a number of the fence posts decayed and leaning.  The 

eastern end of the northern boundary comprises a retaining stone wall with mortar 

capping.  Ground levels appear to have been built up against the face of the wall and 

there are established laurel trees immediately in front.  The condition of the wall could 

not easily be viewed without trespass but there are some sections which are in poor 

condition. A thorough assessment of condition from the neighbour’s side will establish 

the extent of repairs ultimately required.   

 

 

 

 

 

B 

13.9. The eastern boundary is also a retaining wall but in this instance the laurel is much 

better managed. Unfortunately during the wet weather in the spring a section of this 

wall collapsed and this now lies on the farmer’s field beneath awaiting repair.  Much of 

the remaining wall has a significant lean and further dismantling will be required in 

advance of repair.   At the southern end of the wall a section of the wall has been 

rebuilt and this is in better condition.  The presence of mature shrubs close to the top if 

the wall may be contributing to its deterioration but good management will restrict root 

growth. A further factor is the water disposal from the downpipes and the perimeter 

drainage channels as these will be causing damp ground conditions. The repair and 

repointing of the entire wall is encouraged but it is essential that weep holes are left 

open in the wall to prevent the build-up of water behind the wall. The advice from a 

structural engineer will be required in advance of rebuilding this wall.    

 

 

 

 

 

B 

13.10. The southern boundary wall is similarly a retaining structure. A large tree has been 

removed from where it was growing very close to the wall and I was pleased to see the 

elders and other hedging plants being cut back hard to try and minimise root growth.  

There are some areas of soft vegetation growing out of the wall which suggests open 

joints. Every effort should be made to deter woody vegetation growth, this is 

particularly destructive.  Towards the west end of the southern boundary a relatively 

small cypress tree is growing very close to the wall and its impact needs to be reviewed 

as root disturbance cannot be ruled out. The tree should perhaps be considered for 

removal. Adjacent, various laurels are quite prolific and cutting back is encouraged.   

 

 

 

 

 

 

 

 

M 

 WC  

13.11. There is a small privy in the southeast corner of the churchyard. The structure is built of 

stone and has a tiled roof. On the north slope one of the tiles is badly decayed.  

Roofing felt is known to extent beneath the tiles and this is a little tatty where visible at 

the eaves.  The short door in the west elevation has a fractured stone lintel and a rusty 

air vent.  The door is functional and secured with a latch.  Inside, the condition of the 

brick walls is generally good but there is some stepped cracking in the southwest 

corner where some settlement has occurred no doubt as a result of the relatively 

minimal foundations upon which the building is built.  There is a single step down into 

the space which has a concrete floor.  The roof comprises softwood rafters at wide 

centres.  The condition of the roof is good.  There is a portable composting toilet inside 

and it is understood that the toilet is used in emergencies.  Ideally a more permeant 

arrangement should be provided with modifications undertaken to provide level 

access as well as some artificial lighting.  

 

 

B 

 

 

 

 

 

 

E 

 Lean-to store  

13.12. There is a lean-to structure built up against the eastern wall of the church. The structure 

is built from a combination of brick and rubble stone.  The masonry wall is poorly tied in 

to the fabric of the church and this has led to a vertical joint opening up at the junction 

which has been mortar filled in the past.  Ivy is also noted growing out of this joint on 

the north side and this requires removal.  The walls are in poor condition with cracking 

at low level on the east side and dislodged brickwork over the door. However, I have 

no reason to believe that the structure is unstable, nor has it deteriorated significantly 

since the last inspection.  It is recommended that open joints are repointed and this will 

 

 

M 

 

 

 

D 
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act as a tell-tale for any further deterioration.   

 

13.13. The lean-to is capped with a plain tiled roof and whilst the majority of the tiling 

condition is good there are a number of areas where broken and slipped tiles were 

observed and these all require repair.  The mortar fillet at the head of the roof should 

be renewed as there is a gap along the lower edge through which water will probably 

be penetrating.  The mortar covering to the battens at the verges has deteriorated 

and on the north side a timber board is partially decayed. The roof structure comprises 

3x2” softwood rafters supported on a crudely installed wall plate fixed to the wall of the 

church.  There is no gutter and the fascia board has extensive peeling paint.   

 

 

 

D 

13.14. Internally, there are some cracking to the east wall caused by an iron plate built into 

the wall, possibly associated with some form of flue or chimney arrangement.  To the 

east wall, there is a pair of timber windows whose condition is poor with decoration 

encouraged.  It is not known if these windows are operational.  To the southern 

elevation, there is a softwood boarded door whose condition is very poor. Adjacent 

there is a timber framed lancet window with leaded light.  The upper part of the 

window and leading and glass condition is good although the cill is badly decayed 

and now requires replacement.  The floor of the shed is brick and this was generally 

found in good condition.  There is a single step down at the entrance the floor is a little 

damp. The demolition of the lean-to could be considered.  

 

 

 

D 

 

 

 

 

E 

 Paths and access issues, hardstanding areas and parking  

13.15. The church is approached down a narrow tarmac path with a lychgate at its 

entrance.  There is limited parking immediately around the church and there is some 

parking on the road higher up the hill.  The tarmac path has a flower border along its 

western edge.  The tarmac path is raised in a couple of areas and some patch repair 

may be deemed to be necessary during the quinquennium.  At the northern end of the 

path there is a further lamp post with a bulkhead lamp and this was found unstable 

and in need of repair.   

 

 

 

 

B 

13.16. The tarmac path continues down to the tower entrance from where there is then a 

very narrow crazy paved path up to the chapel door. This path is in good condition.  

There is level access into the base of the tower and then there are two steps up into 

the main body of the church. 

 

 

13.17. In the southwest corner there is a tall fibreglass flagpole which is secured with timber 

blocks at its base.  The timber supports are deteriorating but the flagpole nonetheless 

remains secure. 

 

 

 Trees and planting   

13.18. All trees are protected by virtue of being located within the churchyard, but in addition 

individual trees can have a Tree Preservation Order (TPO) applied to them by the Local 

Authority.  

 

 

13.19. The churchyard is dominated by a yew tree of considerable age on the south side of 

the church. I was pleased to find this tree’s canopy well maintained and the tree 

generally appearing to be in good condition. Ivy growth should be discouraged from 

around the base of the tree and from the trunk. The Parish should be guided by an 

arboriculturalist for any tree works.   

 

 

 

M 

13.20. A number of other smaller trees are found around the churchyard and consideration 

could perhaps be given to the removal of the cypress tree which might be considered 

inappropriate. I was pleased to see heavy pruning to the laurel trees along the north 

boundary.   
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 Nature conservation   

13.21. Developing a maintenance strategy for the churchyard is advocated and the Parish is 

encouraged to prepare a Churchyard Management Plan to assist with this. The plan 

should identify the importance of various trees and could include opportunities for 

increased nature conservation. The Parish is referred to the website: 

www.caringforgodsacre.org.uk where guidance can be found on many aspects of 

churchyard conservation.  

 

 

  

http://www.caringforgodsacre.org.uk/
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 INTERIOR  

 

14.  Roof structures, ceiling voids and ceilings Priority 

 

 Nave  

14.1. The nave and chancel ceiling is continuous although the chancel ceiling is more 

elaborately detailed and decorated.  The roof structure comprises a series of arch 

braced trusses with intermediate purlins and primary rafters.  The wall plate is decorative 

and supported on stone corbels each with painted shields.  The condition of the timber 

structure to the roofs appears good and I saw no obvious signs of water ingress.   

 

 

14.2. The roof of the south chapel is wagon vaulted and comprises oak boards with relatively 

simple primary timbers. There is some moisture staining to the ridge and other areas but it 

is not known if this is long-standing or recent but it could potentially be related to the tile 

slippage on the north side.   

 

 

14.3. There is also an area of moisture ingress at high level on the southeast corner and here 

the wall plate is decayed. Water streaking extends down the walls. Some timber repair 

to the wall-plate and also the rafter roof should be anticipated.  

 

 

 

B 

15.  Walls Priority 

 

15.1. The walls of the nave and chancel have been stripped of their plaster. These exposed 

rubble stone walls have been pointed with a relatively hard probably cementitious 

mortar.  The loss of plaster from the walls is a little disappointing and makes the interior a 

little darker than would otherwise be the case. Re-plastering could be considered.  

 

 

 

 

15.2. I observed some slight cracking to the west of the arcade and immediately to the west 

of the south door, this cracking is almost certainly associated with slight settlement 

about which little can be done. Any significant change will require further investigation. 

It is noted that to the north wall, I saw no internal evidence of the cracking observed 

externally immediately above the buttress.  Open joints should be repointed.  

 

 

 

D 

15.3. To the east reveal of window nV the remnants of some medieval painted decoration is 

just discernible.     

 

 

15.4. The former north door opening is very prominent inside the church and here a small 

patch of mortar repair over a brick should be considered.  Also in this north wall there is 

a doorway through to the rood stair which ultimately emerges at higher level.  Neither of 

these doors were opened but the condition of both appears to be good.  The condition 

of the stair could not be commented on.   

 

 

D 

15.5. A faint crack is also discernible on the north side of the east window and this is noted.   

 

 

15.6. The condition of the arcading that subdivides the south chapel and organ chamber 

from the nave and chancel remains fair but there is a suggestion of some historic 

movement to the eastern arcade.    

 

 

15.7. The walls to the South Chapel and organ chamber have been plastered although these 

appear to never have been painted.  In the southeast corner the plaster is decayed no 

doubt as a result of moisture ingress from above. Some repairs here are encouraged but 

the water ingress must be attended to first.   

 

 

 

 

B 
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Top left :  The ceiling of the South Chapel and Organ Chamber. 
 

Lower left : Evidence of water ingress in the southeast corner of the South Chapel.  
 

Top right : Very important historic paint on the surface of the stone.  
 

Lower right : Paint loss from some of the mouths of the organ pipes.  
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15.8. Immediately behind the organ there is a vertical crack runs up the east wall of the 

tower. This cracking is longstanding and appears to fade out at ground level. The crack 

was photographed for record purposes.    

 

 

 

16.  Partitions, screens, panelling, doors Priority 

 

16.1. There is a particularly fine screen that sub-divides the chancel from the nave and here 

the general condition is fair. One section of frieze is missing at the northern end and 

reinstatement could be considered.  Minor damage was also noted in a few other areas 

including the cornice. Repairs are encouraged but these must be undertaken by 

specialist joiners.  The doors associated with the screen bind slightly on the floor. 

 

 

 

E 

16.2. Beetle activity can be seen to various sections of the screen but I have no reason to 

believe that any of this is particularly recent but the PCC should keep an eye out for any 

new frass as this probably indicates fresh activity which might benefit from localised 

treatment.    

 

 

16.3. The three walls of the chancel are lined with very fine panelling and this includes a 

particularly elaborate frieze and cornice. One of the angels was noted as missing from 

above the reredos. Otherwise, the condition of the panelling, screens, built-in furniture 

and altar rail generally remains good but one small area of beetle activity was observed 

in the southeast corner.  Here some localised treatment of these holes would be 

beneficial.  

 

 

E 

 

B 

16.4. In the southern chapel there is a screen that separates the organ chamber from the 

chapel itself and here whilst the door is quite fragile on account of its slenderness the 

screen was generally observed in good condition.  A few of the finials to the upper 

freeze are missing and these could be considered for reinstatement.   

 

 

 

E 

17.  Floors and platforms Priority 

 

17.1. The main nave circulation spaces and including the chancel floor were all laid with 

rectangular Draycott stone slabs. Generally the stone condition is good although there 

are some open joints between the slabs and these would benefit from repointing.  A line 

of cast iron gratings run on front of the sanctuary step and extend into the south chapel.   

 

 

 

D 

17.2. There are pew platforms on either side of the nave aisle and these comprise softwood 

borders with pine boarding between.  Ventilation holes have been drilled into the 

framing.  No guarantee can be given to the condition of the joists beneath. At the east 

end of the north side, the pew platform bounces slightly and there is a tell-tale sign of 

beetle exit holes along the joist line which suggests decay of the joists beneath.  Some 

repairs to the pew platforms in this area should be anticipated but only opening will be 

able to establish the extent of decay.  

 

 

 

 

 

D 

17.3. At the west end of the southern section of pew platform there is also an area where the 

boarding has dropped slightly and some decay could reasonably be expected here as 

well. 

 

 

D 

17.4. The south chapel floor is covered with pitched pine blocks and generally the floor 

condition is good.  The occasional block appears to have dropped/shrunk slightly but it 

appears to be secure.  A light sanding and re-finishing of the floor could be considered 

but this is low priority.  A similar block floor extends through into the organ chamber. 
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Top left :  A missing section of frieze from the medieval screen.  
 

Lower left : A small missing section of timber from the screen 
 

Top right : Missing timber from the cornice. 
 

Lower right : A missing angel.  
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18.  Monuments and memorials  Priority 

 

18.1. There are a number of monuments secured to the walls of the church but some of these 

are at high level and difficult to inspect. However I saw no monuments that appear to 

be at imminent risk of detaching or require further investigation.   

 

 

18.2. In the former north door opening, there is a benefactor’s board and here the condition 

remains fair although a section of the upper framing has lifted slightly and would benefit 

from being re-fixed.    

 

 

 

B 

19.  Toilets, kitchen, vestries, meetings rooms Priority 

 

 Vestry  

19.1. There is a vestry to the north of the church which has two access doors, both of which 

were found fully operational and in good order. 

 

 

19.2. The vestry is a former chapel and includes two piscina in the southeast corner.  The walls 

of the vestry are rubble stonework and painted and generally the decorative condition 

is good but there is some cracking in the northeast corner and southeast corners. I have 

no reason to believe this is a recent occurrence and is therefore noted. Repointing is 

encouraged.  

 

 

D 

19.3. The roof comprises four arch-braced truss rafters with diagonal painted boarding 

between which conceals the rafters.  The condition of the painted boarding is fair 

although there is blistering paint in a few areas and possibly one small area of historic 

water ingress in the northwest corner.  Redecoration of the ceiling could be considered. 

 

 

 

19.4. The floor of the vestry is laid with lias slabs and overlaid with a carpet.  There is a 

mysterious timber board underlaying the carpet in the centre of the room whose 

purpose is unknown.  I have no reason to believe the floor is anything other than in fair 

condition.  I was pleased to see that the carpet is hessian backed. 

 

 

19.5. Leaning against the north wall of the chapel are two memorials/ledger stones. The 1669 

lias stone is very fragile and it is recommended that it is photographed and the 

inscription documented.   

 

 

19.6. The vestry includes a number of items of furniture including a Jacobean chest and a fine 

font cover. The vestry is lit by a central lantern which is probably redundant and a 

floodlight against the east wall.  An electric heater provides some localised comfort and 

this was confirmed to be operational.  

 

 

 

20.  Furniture, fittings and moveable articles  Priority 

 

20.1. The church is pewed with stained pine pews and these were found in good order.  The 

red cushions that line the seats are rather worn along their leading edges.  A collection 

of kneelers adds to the character to the interior of the church. 

 

 

20.2. There is a fine cantilevered stone pulpit and whilst it has a very slight lean I have no 

reason to believe its condition is a concern.  The pulpit steps include an oak handrail 

supported on iron posts. The handrail was found in good condition.   

  

 

20.3. The octagonal font at the back of the church was similarly found in good order 

although a simpler font cover is now in place as a substitute for the Jacobean one 

stored in the vestry. 
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21.  Organs  Priority 

 

21.1. The organ is housed in the west end of the southern chapel and includes some very 

decoratively painted pipes. I understand the organ is regularly serviced by Brian Hooper 

and is well maintained and currently in good condition.  There is painting and gilding 

loss from around the mouths of many of the pipes and here some redecoration could 

be considered but this is probably a low priority.  Additionally, the electric organ blower 

should be examined at regular intervals by a qualified electrician. Any humidifying 

apparatus, where it exists, should be subject to a maintenance contract and inspected 

every six months. 

 

 

 

M 

22.  Electrical Installation Priority 

 

22.1. The electrical installation must be fully tested and inspected every five years. The report, 

which includes a certificate should be undertaken by registered NICEIC, NAPIT or ECA 

(non-domestic) contractor should be carried out in accordance with IET Regulations (BS 

7671). The certificate should be held in the church log. Resistance and continuity tests 

should be obtained on all circuits. The switchgear in the church should be labelled to 

show the date of the most recent inspection and the date of the recommended future 

inspection. Urgent and unsatisfactory items should be attended to very promptly.  

 

 

 

 

M 

22.2. Where the church has a public entertainment licence the Church Buildings Council 

recommend testing every three years. It is also recommended by the HSE that there is 

an inspection (but not a test) carried out every year. Any noticeable deterioration or 

damage to wiring or fittings should be promptly investigated. 

 

 

M 

22.3. Parishes are required to undertake periodic Portable Appliance Testing (PAT) of unfixed 

electrical equipment. The inspection frequency depends on the nature of the fitting. 

Parishioners should refer to the Health and Safety Executive’s guidance 'Maintaining 

portable electrical equipment in offices and other low-risk environments' for advice. 

 

 

M 

22.4. An electrical test was undertaken in April 2018 by Tom Bugular, a local electrician. The 

installation is recorded as being ‘unsatisfactory’. Repairs are urgently required to make 

the electrics safe.  

 

 

A 

22.5. The main incoming electrics enters the church at low level in the Organ Chamber. There 

is a 3-phase supply and adjacent there is a modern distribution board. The wiring 

throughout the church is uPVC. It is noted that this wiring is generally not considered 

best practice and in the longer term will need to be replaced when it reaches the end 

of its life. Externally the mains incoming cable and a small armoured cable are very 

vulnerable to strimmer or mower damage where they emerge from the building. It is 

recommended that that the electricity board is asked to review their incoming cable 

and the Parish should properly bury their armoured cable.  

 

 

 

 

 

 

A 

22.6. The church is lit by two lanterns hung from the ceiling and these are supported by 

spotlights tucked into the eaves.  These provide a fair level of artificial light and I was 

pleased to see a liturgical hierarchy to the lighting but there is no spotlight on the pulpit 

or font.   

 

 

 

22.7. The south chapel is lit by a single lantern at high level.   
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23.  Heating Installation including insulation Priority 

 

23.1. The church is heated by a series of electric under pew heaters which are of the 

greenhouse variety. Unfortunately I don’t believe these are protected by guards. The 

replacement of a number of these fittings with more efficient electric under pew 

heaters could be considered. 

 

 

 

D 

24.  Audio visual and sound systems Priority 

 

24.1. I am not aware of any sound enhancement system in place inside the church. 

Improvements including the introduction of an induction loop could be considered.  

 

 

 

E 

25.  Water supply, harvesting and conservation   

Priority 

25.1. Health and Safety legislation requires that any standpipes in the churchyard to be fitted 

with a non-return valve to avoid contamination of the water supply.  

 

 

 

M 

26.  Sustainability and Renewable energy 

 

Priority 

26.1. The quinquennial inspection is a good opportunity for the PCC to reflect on the 

sustainability of the building and its use. This may include adapting the building to allow 

greater community use, considering how to increase resilience in the face of predicted 

changes to the climate, as well as increasing energy efficiency and considering 

environmental issues.  

 

 

 

27.  Bats Priority 

 

27.1. The Church is reminded bats are a species protected by European law and any work in 

or around potential habitation areas may require an emergence survey, a mitigation 

strategy and a bat licence. Work may be restricted to certain times of the year 

depending on the location and nature of the work proposed.  

 

 

27.2. Bat droppings were noted in a couple of locations in the church, it is assumed that bats 

are occasional visitors.   

 

 

 

28.  Lightning Conductor Priority 

 

28.1. No lightning conductor is present on the church and whilst the church does sit on low 

ground with high hills surrounding undertaking a risk assessment may be something that 

the insurers require. 

 

 

 

D? 

29.  Fire Precautions Priority 

 

29.1. The Fire Regulatory Reform (Fire Safety) Order 2005 places responsibilities on the 

occupiers of church premises. Under the Regulations, the main features include the 

appointment of the ‘responsible person’ whose tasks include: 

 

 Undertaking of a ‘suitable and sufficient’ Risk Assessment; 

 

 Appointing one or more competent persons to assist the ‘responsible person’; 
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 Ensuring that the premises are equipped with appropriate fire-fighting equipment, 

 detectors and alarms; 

 

 Ensuring provisions are made relating to emergency routes, emergency illumination 

 and exit signs; 

 

 Establishing procedures to be followed in the event of serious and imminent  danger; 

 

 Ensuring any facilities, equipment and devices are maintained in efficient working 

 order. 

 

It should be highlighted that the Regulations do not require all churches to install 

firefighting equipment, exit signs and emergency lighting.  Through the Risk Assessment, 

appropriate measures can be identified and actions taken. The PCC should ensure that 

a review of fire safety precautions is undertaken. The church’s insurers can provide 

further guidance on this matter. 

 

29.2. It is essential that the fire extinguishers are serviced every year by a FETA or BAFE 

registered firm.  It is recommended that the extinguishers are also checked regularly to 

see if they have been used or damaged, and to ensure that they have not been 

moved from where they should be kept.  The clergy, the churchwardens, PCC 

members, staff and others should all know where the extinguishers are and how to use 

them. NB Dry powder extinguishers should not be kept in the church due the damage 

they can cause. 

 

 

 

30.  The Equality Act Priority 

 

30.1. The Equality Act (2010) makes it unlawful to discriminate against disabled persons in 

connection with employment, the provision of goods, facilities and services or the 

management of premises.  The Act requires that churches, as with other ‘service 

providers’, should have considered and provided appropriate and reasonable means 

to ensure equal access by the disabled to the church. Clear and developed policies 

and practices for dealing with a whole range of disabled persons, whether church 

members, visitors or employees should be developed. The Act covers many forms of 

disability such as sensory, mobility, manual dexterity, hearing, sight and speech 

impairments and learning difficulties. The PCC should ensure that they have understood 

their responsibilities under the Equality Act 2010. The preparation of an Access Plan and 

Access Audit should be undertaken if not already prepared.  

 

 

 

31.  Asbestos Priority 

 

31.1. The Control of Asbestos Regulations 2012 require that building owners make suitable 

and sufficient assessment as to whether asbestos is, or is liable, to be present in their 

building.  The building owner is required to make themselves aware of any risk of the 

presence of asbestos in its many forms in their buildings and this requires the PCC to 

maintain a register that documents any areas where asbestos may be present, or is 

known to be present together, with an assessment of the degree of risk attached to the 

installation.  If the presence of asbestos is suspected then an analysis of any suspect 

material may be required. The assessment has not been covered by this report and it is 

the legal duty of the PCC to ensure that this has been, or is carried out. Asbestos is likely 

to be present in association with heating installations, organ blowers, over pipework as 

insulation, in some roofing materials as well as other areas. 
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31.2. The Parish are not aware that they have any asbestos at the church but the PCC do 

not believe that they have an Asbestos Management Plan in place for the church. If 

this is the case then this should be something that the Parish attends to promptly. The 

Parish is encouraged to perhaps pool resources with other churches in the 

Parish/Benefice to minimise costs.   

 

 

B 

31.3. The register is intended to, serve as a Health and Safety document for occupants and 

any Contractors and professionals working in the church, to bring to their attention the 

likely risks of the presence of the material. This document has to be made available in 

advance of any building work so that Contractors can make the appropriate safety 

provision. It should be noted that not all materials containing asbestos need to be 

removed, providing that their presence is noted so that appropriate safety measures 

can be deployed in the event of any work taking place. Where asbestos is found the 

PCC has a duty to prepare a Management Plan that sets out in detail how the risks from 

these materials will be managed. Once prepared, a ‘competent person’ will need to 

periodically monitor and review the plan. The HSE publish guidance on this matter.  

 

 

 

 

 

M 

31.4. In addition, the PCC need to be aware that a ‘Demolitions and Refurbishment survey 

will be required in advance of refurbishment or renovation works. 

 

 

 

32.  Health and Safety 

 

Priority 

32.1. The overall health and safety responsibility relating to the church and churchyard lies 

with the incumbent and the PCC. This report may identify areas of risk as part of the 

inspection but this does not equate to a thorough and complete risk assessment by the 

PCC of the building and churchyard. 

 

 

32.2. The Parish is advised that their building is a ‘Place of Work’ as far as the current 

legislation is concerned and as such the Health & Safety Legislation applies. The main 

aim is to prevent harm to employees, volunteers, members and the public. The 

following is known to apply to churches: 

 

 Health & Safety at Work Act 1974: Section 2. General Duties of Employers to 

  Employees, which also includes volunteers. 

 Work Place (Health and safety welfare) Regulations 1992 

 Management Regulations 1999, covering management responsibilities with regard

 to risk assessments. 

 Working from Height Regulations 2005 

 Reporting of Injuries, Disease and Dangerous Occurrences Regulations (RIDDOR) 

 

 

32.3.  If the building is insured through EIG, the organisation publishes a valuable set of 

guidance notes to assist PCCs in making assessments of the risks in various areas. It is 

important that the risks are identified by the PCC and appropriate action taken.  

 

 

32.4. The PCC is encouraged to obtain drawings from the utility companies showing the 

location of water, drainage, gas, electricity and telecoms on and around church land. 

In many instances, these plans are available free of charge upon request. These plans 

should be kept with the Church Log and should be made available to Contractors 

working on the church or in the churchyard.  

 

 

 

 

33.  Maintenance Priority 

 

33.1. It is recommended that every PCC draws up a maintenance plan to assist with the 

planning of cyclical and long-term work. The PCC are strongly advised to enter into an 

 

M 
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annual contract with a local builder for the cleaning-out of gutters and downpipes 

twice a year and to prepare a yearly maintenance plan to assist with this. The 

development of a 10-year plan for larger projects/capital costs is encouraged.  

 

33.2. Although the Measure requires the church to be inspected by an architect every five 

years, it should be realised that serious trouble may develop in between these surveys if 

minor defects are left unattended. It is strongly recommended that the churchwardens 

should make, or cause to be made, a careful inspection of the fabric at least once a 

year, and arrange for immediate attention to such minor matters as displaced slates 

and leaking pipes.  

 

 

33.3. The PCC is advised to seek advice from the church architect on problems with the 

building. The architect is willing to advise the PCC on implementing the 

recommendations and will if so requested prepare a specification, seek tenders, and 

oversee the repairs. 

 

 

33.4. The PCC should be aware that where any works involve more than one contractor (eg 

a scaffolder and stonemason; or an electrician and a plaster or other combination) 

then there is a requirement under the new CDM Regulations 2015 to appoint a Principal 

Designer. The HSE (Health & Safety Executive) and Churchcare provide guidance for 

clients on this. 

 

 

 

34.  Insurance  

 

34.1. The PCC are reminded that insurance cover should be index-linked, so that adequate 

cover is maintained against inflation of building costs. It is important to ensure that the 

basic sum insured is adequate at inception and index-linked, as this should deal with 

future inflation. Contact should be made with the insurance company to ensure that 

cover is adequate. The Ecclesiastical Insurance Office plc, which covers the majority of 

churches in this country, will send its regional surveyors to offer guidance if required.  

 

 

34.2. Advice on all of the above items can be found on the Church Buildings Council website 

– www.churchcare.co.uk. 

 

 

 

 

 

  

http://www.churchcare.co.uk/
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PART THREE 

 

Recommendations in Order of Priority - see also notes below. 

 
 

35.  Items for Immediate Attention – Priority A 

 

Routine 

M & R 

Approx 

Cost £ 

35.1. Stablilise/remove unstable post. Item 13.6. * Self help 

35.2. Undertake an urgent electrical works if required. Item 22.4.   ????? 

35.3. Ensure the exposed external electric cables are safe. Item 22.5.  

 

 

 £200 

36.  Items for Attention within Twelve Months – Priority B 

 

  

36.1.  Prepare an Asbestos Management Plan. Items 4.2 & 31.2. * £400 

36.2.  Refix/replace slipped or broken roof tiles/slates. Items 7.1; 7.2; 7.4; 7.5; 7.6 & 

13.11. 

* £1,000 

36.3.  Relay the north slope of the South Chapel/Organ Chamber roof. Item 7.3. * £5,000 

36.4.  Urgent repairs to rainwater goods. Items 8.3; 8.5; 8.6 & 8.8. * £100 

36.5.  Drainage investigations around the church. Items 4.3; 8.10 & 8.12. * £500 

36.6.  Southeast corner investigations and repair. Items 9.4; 14.3 & 15.7. * £2,000 

36.7.  Misc joinery repairs. Items 11.1; 11.2; 12.2 & 18.2. * £750 

36.8.  Roped access minor works. Items 12.5; 12.6; 12.7 & 12.8. * £600 

36.9.  Clean tower and make bird proof. Items 12.10 & 12.15. * £750 

36.10.  Establish ownership boundaries. Item 13.6. * nil 

36.11.  Boundary wall repairs. Items 13.6; 13.8 & 13.9.   £50,000? 

36.12.  Churchyard path repairs. Item 13.15. * £1,000 

36.13.  Furniture beetle holes. Item 16.3.  * Self help 

36.14.   

 

  

37.  Items for Attention within 18-24 Months – Priority C 

 

  

37.1.  Lead flashing repairs/ replacement. Item 7.10. * £1,000 

37.2.  Patch render repairs. Items 9.5; 9.6 & 9.8. 

 

 

* £1,000 

38.  Items for Attention within the Quinquennium – Priority D 

 

Routine 

M & R 

 

38.1.  Overhaul, repair and decorate rainwater goods.  Items 8.1; 8.6; 8.7 & 8.8.  * £4,000 

38.2.  Drainage channel repairs. Item 8.11. * £2,500 

38.3.  Stone repairs and repointing. Items 8.5; 9.2; 9.4; 9.9; 10.13; 10.14; 13.12; 13.13; 

13.14; 15.4 & 19.2.  

 £5,000 

38.4.  Below ground drainage works. Items 8.10 & 8.12.  £10,000? 

38.5.  Re-render west wall. Item 9.7.  £5,000 

38.6.  Stone conservation. Items 10.4; 10.11; 10.1; 11.3; 12.20; 12.21 & 15.2.   £2,000 

38.7.  Window repairs. Items 10.4 & 10.14.  * £2,000 

38.8.  Inspection of the medieval glass. Items 4.5 & 10.12. * £200 

38.9.  Possible cleaning of medieval glass. Item 10.12.  £1,000 

38.10.  Misc decorations. Items 11.1 & 11.2. * £500 

38.11.  New tower access ladder. Item 12.1.  * £200 

38.12.  Churchyard cross conservation works. Item 13.3.   £1,000 

38.13.  Possible bell-hanger inspection of the bells. Items 4.4 & 12.14.  * £250 

38.14.  Flooring repairs. Item 17.1. * £250 

38.15.  Pew platform repairs. Items 17.2 & 17.3.   £5,000? 

38.16.  Possible new pew heaters. Item 23.1.  * £2,000 

38.17.  Possible new lightning conductor. Item 28.1.  * £1,200 
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39.  Desirable Improvements – Priority E 

 

  

39.1.  Replace UPVC rainwater goods with cast iron. Items 8.1 & 8.4.  £5,000 

39.2.  Re-rendering generally. Items 9.1; 9.2; 9.5; 9.6; 9.7; 9.9 & 12.5.  £50,000 

39.3.  Window protection. Items 10.2; 10.10 & 10.14.  £5,000 

39.4.  Tower roof recovering. Items 12.3 & 12.4.   £10,000 

39.5.  Tower masonry works. Items 12.5 & 12.6.   £50,000 

39.6.  Bell and bell-frame decorations. Items 12.12 & 12.13.  £5,000 

39.7.  Improved WC facilities. Item 13.11.  £2,500 

39.8.  Demolition of lean-to. Item 13.14.   £2,000 

39.9.  Specialist joinery works. Items 16.1; 16.3 & 16.4.   £4,000 

39.10.  Sound improvements. Item 24.1. 

 

 

 £5,000 

40.  Items of Routine Maintenance – Priority M 

 

  

40.1.  Routine inspections of the rainwater goods during periods of heavy rain. * Self help 

40.2.  Twice yearly inspection and clearance of all gullies, gutters and sumps. * £200 

40.3.  Undertake the 5-yearly electrical test. * £400 

40.4.  Regular testing of fire extinguishers. * £50 

40.5.  Regular PAT testing of loose electrical items. * £75 

40.6.  Lightly oil door hinges and locks. * Self help 

40.7.  Ensure serviceability of opening windows. * Self help 

40.8.  Undertake an annual inspection in early spring to ensure that the tower bird 

protection is fully in place. 

* Self help 

40.9.  Clean the inside of the upper tower spaces at least once during the 

quinquennium. 

* Self help 

40.10.  Service the organ. * £200 

40.11.  Clean and polish the furniture. * Self help 

40.12.  Check stability of headstones. * Self help 

40.13.  Check trees for damage after storms. * Self help 

40.14.  Remove ivy growth from buildings, walls, trees and tombs. * Self help 

40.15.  Remove vegetation from paths. 

 

* Self help 
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NOTES 

 

Lists A & B  

From 1st January 2016, the new simplified Faculty Jurisdiction Rules 2015 came into operation for 

undertaking works which do not require a Faculty. There are new ‘A’ and ‘B’ list rules that replace 

the De Minimis and Minor Works lists. ‘*’ items listed above are considered potentially to be routine 

maintenance and repair and may, subject to the approval of the Diocese, be able to be 

undertaken without Faculty in accordance with either List A or List B. 

 

List A describes ‘Matters’ which may be undertaken without the need Faculty or consultation but 

these works must strictly adhere to the ‘Specified Conditions’ relating to each relevant matter and 

the PCC should be able to prove the conditions have been met.   

 

List B describes Matters which may be undertaken without Faculty if the Archdeacon has been 

consulted and given notice in writing that the matter may be undertaken. The Archdeacon is likely 

to have to contact the DAC and details of Materials and Workmanship are likely to be required. 

‘Specified Conditions’ must also be adhered to and the PCC should be able to prove these 

conditions have been met.  

 

For the avoidance of doubt, the Archdeacon or the Diocesan Secretary should be consulted. Full 

details of Lists A and B can be found on the Churchcare and Diocesan websites. 

 

Costs - £      

Approximate budget costs for items of work have been given, however these need to be 

understood to be estimates and it is assumed that some of the repair works will be undertaken as a 

package of work. Individuals and small companies with low overheads will be considerably 

cheaper than larger companies.  The timing and scale of these packages of work will also vary the 

cost.  For larger items of work the scope of the work is unknown and preliminary investigations may 

reveal the project to be simpler or more complex than first impressions give. Costs exclude VAT and 

statutory and professional fees although this VAT may be reclaimable through the Listed Places of 

Worship Scheme www.lpwscheme.org.uk. 

 

This is a summary report only, as is required by the Inspection of Churches Measure; it is not a 

specification for the execution of the work and must not be used as such.  

 

 

  

 

 

 

SIGNED Dated 28 June 2018  

benjamin + beauchamp architects ltd  

  

http://www.lpwscheme.org.uk/
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APPENDIX 1 – Glossary of Architectural and Technical Terms 

 

Aisle Part of a church alongside the nave or choir divided from it by an arcade.  

Apse A polygonal or semi-circular plan to the sanctuary. 

Arcade A series of arches and supporting columns. 

Arris Sharp edge produced from the meeting of two edges.  

Ashlar Masonry of squared blocks with dressed faces and laid in horizontal courses. 

Aumbry Wall cupboard for sacred vessels. 

Bargeboard Timber boarding on the gable end of the roof. 

Barrel vault Internal shape of a simple semicircular shaped roof.  

Batter Deliberate inclination of a wall face. 

Battlement A parapet with alternating raised portions (merlons) and spaces (embrasures).  

Also called crennelation.  

Belfry The chamber, or stage of a tower in which the bells are hung. 

Bellcote Housing for bells on a roof or gable.  

Bell fleche Slender spire usually of wood containing bell(s). 

Bell louvres Horizontal slates in the window type openings within a bell chamber. 

Bench Open seat, sometimes with a carved bench end.  

Boss An ornamental carving at the intersection of ribs in a ceiling o vault. 

Brace A subsidiary timber providing stiffness to a frame.  

Broaches Sloping half pyramids adapting an octagonal spire to a square tower. 

Buttress Projecting masonry or brickwork built against a wall for additional strength.  

Capital The head of a column. 

Cementitious Made of or containing cement. 

Chamfer The surface made when a square edge is cut away at an angle.  

Chancel The part of the east end of the church containing the altar and reserved for 

the clergy and choir.  

Choir Part of the church, usually within the chancel, where divine service is sung.  

Ciborium 1.  A receptacle used to hold the eucharist. 2. A canopy over the altar. 

Cinquefoil A leaf shaped curve of 5 parts within an arch, window head etc.  

Clerestory Windows located above the arcade.  

Communion rail Low rail around an altar. 

Coping A capping or covering, usually of masonry, to the top of a wall.  

Corbel A projecting block of stone or timber, usually supporting a beam. 

Cornice A projecting moulding along the top of a wall. 

Credence A shelf or table beside the piscina for the sacramental elements.  

Crenellation See battlement. 

Crossing Central space at the junction of nave, chancel and transepts. 

Cruciform In the form of a cross. 

Cusps Projecting points between foils in gothic tracery. 

CVMA  A window numbering system to identify window locations. The numbering 

starts at the east end of the church and then works round the south and north 

sides. An example is shown below: 
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Dado The lower part of an interior wall, sometimes panelled.  

DPC Damp Proof Course. 

DPM  Damp Proof Membrane 

Dressings Worked stones, with smooth or moulded finish, used round angels or openings 

in masonry.  

Drip A projecting stone etc from which water drips clear of the face of a building.  

Dripstone See hoodmould. 

Easter sepulchre A decorated recess in the north wall of a chancel used in celebration of the 

Easter liturgy.  

Eaves Overhanging edge of a roof.  

Elevation Face of a building. 

Fascia Horizontal section usually at the junction of a wall and the lower edge of the 

roof.  

Ferramenta Metal framing to which window glazing is fixed. 

Finial Ornament at the top of a gable, pinnacle etc.  

Flashing  A strip of metal used to seal junctions of roofs with adjacent construction.  

Flaunching  Mortar shaped to shed water. 

Frontal Covering for the front of an altar. 

Gable Upper, usually triangular, part of a wall at the end of a pitched roof. 

Gargoyle Projecting rainwater spout, sometimes decorated. 

Haunching A sloping fillet of mortar. 

Hip The external angle formed by the intersection of two roof slopes.  

Hoodmould Projecting moulding above a door or window opening.  

Hopper A box collecting water at the top of a rainwater pipe.  - An inward opening 

ventilator in a window. 

Hunky-punk A Somerset term for a grotesque which often has the appearance of a 

gargoyle but which is purely decorative. 

Jamb The side of a doorway, window or arch. 

Joist Horizontal timber supporting a floor, ceiling or flat roof. 

Kneeler Block of stone at the foot of a gable slope supporting the coping stones. 
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Lancet A tall narrow single light window, usually with a pointed head.  

Leading Strips of lead between individual pieces of glass in a leaded window. 

Ledger Floor slab monument.  

Light A single window opening or compartment of a window between mullions.  

Lintel A beam over an opening. 

Louvres Angled boards or slates in a belfry opening. 

Lychgate Roofed gateway at a churchyard entrance, providing resting place for a 

coffin.  

Merlon See battlement. 

MICC Mineral Insulated Copper Clad cable. 

Moulding The shaping of a continuous strip of wood or masonry.  

Mullion A vertical member, in wood or stone, dividing a window or other opening into 

individual lights. 

Nave The body of a church, west of the chancel or crossing. 

Newel Central post to a staircase. 

Nosing Projecting edge of the tread of a stair. 

Obelisk A free standing tapering stone pillar of square or rectangular cross section. 

Ogee A double curve with convex and concave section, occurring in arches, 

window and door heads and rainwater gutters. 

Parapet A low wall usually concealing a roof or gutter. 

Parclose A screen enclosing a chapel. 

Pew Enclosed fixed wooden seat. 

Pier A solid masonry support, pillar of square section or masonry between doors 

and windows.  

Pilaster A shallow pier or square section column projecting from the face of a wall.  

Pinnacle A small pointed turret on a tower, buttress etc. 

Piscina A stone basin with a drain, in a niche near the altar for washing the sacred 

vessels. 

Pointing Exposed mortar in joints in masonry and brickwork. 

Purlin A horizontal roof timber, usually supporting rafters and spanning between 

walls and/or trusses. 

Quarry A small diamond shaped or rectangular piece of glass in a leaded window. 

Quatrefoil A leaf shaped curve of 4 parts within an arch, window head etc. 

Quoins Dressed stones at the corners of a building. 

Rafter Sloping roof timbers supporting laths or battens to the roof coverings.  

Relieving arch A rough arch positioned in a wall above a door or window opening to relieve 

it of structural loading.  

Rendering  A coating of mortar on a wall face. 

Reredos A decorated wall or screen behind an altar. 

Reveal The side of a door or window opening or recess. 

Rib A curved member or projecting moulding on the underside of a vault or 

ceiling. 

Ridge roll Lead dressed capping to the top of a pitched roof. 

Ringing 

Chamber 

The chamber or stage of a tower where the bell ringers stand. 

Rood A crucifix over the entrance to the chancel, usually supported on a rood 



LOXTON St Andrew  

QUINQUENNIAL INSPECTION 2018 
 

 

benjamin + beauchamp architects                                                                                                                            www.b2architects.com 

the borough studios, the borough, wedmore, BS28 4EB 

T: 01934 713313 F 01934 713314 email studio@.com 

screen. 

Rood  stair A staircase formerly providing access to the rood loft on top of the rood 

screen. 

Rubble Rough unsquared stones used for walling. 

Saddle bar Horizontal metal bar to which window glazing is attached. 

Sanctuary Area around the main altar. 

Sarking Boards or felt over which roof slating or tiling is laid. 

Sedilia Stone seats for clergy in the south wall of chancel. 

Shake A natural cleft or fissure (in timber). 

Soaker A strip of metal interleaved with roofing slates or tiles at junctions with walls 

etc. 

Soffit Underside of a building element. 

Spandrel Triangular area in an arch window or doorway. 

Squint An oblique opening through a wall giving a view of the altar. 

Stoup Stone basin for holy water. 

Swan neck A curved section of rainwater pipe connecting to the gutter. 

Tie Bar Horizontal metal bar to which window glazing is attached. 

Tingle A metal clip used to secure a roofing slate or tile. 

Tomb chest Stone monument in the form of a chest. 

Tracery Ornamental stonework in the upper part of a window, screen etc. 

Transept Arm of a cruciform church plan projecting at right angles to the nave. 

Transom Horizontal bar of wood or stone in a window, panel etc. 

Tread Horizontal surface of a step. 

Trefoil A leaf shaped curve of 3 parts within an arch, window head etc. 

Truss Timber framing, spanning between walls, usually part of a roof structure. 

Turret Small tower attached to a building. 

Two centred A pointed arch shape formed from the intersection of two curves. 

Valley The internal angle formed by the intersection of two roof slopes. 

Verge Junction at the edge of a roof and the wall below. 

Vice Small turning stair within the masonry of a wall or tower. 

Voussoir Wedge shaped stone forming part of an arch. 

Wagon roof A roof structure of closely spaced rafters and arch braces with the internal 

appearance of the canvas cover to a wagon. 

Wallplate A horizontal timber on the top of a wall, to which a roof structure is fixed. 

 

 


